
1

2

3

A B C D

E F

LIVING

15 BUNK RM.

10

BUNK RM.

11

BUNK RM.

12

SUPERVISOR

17

CORR.

16

BUNK RM.

7

BUNK RM.

8

BUNK RM.

9

CORR.

35

BOYS' BATH RM.

14

GIRLS' BATH RM.

25

MECH.

26

LAUNDRY RM.

24

J.C.

23

CONF.

22

DIRECTOR

21

CLOSET

34

FILE RM.

28

CONF.

29

WOMEN

30
KITCHEN

31

CORR.

32

RECEPTION

33

SOCIAL WORKER

20

CORR.

27

NURSE STATION

19

MEN

18

BUNK RM.

3

BUNK RM.

6

2" CW
1" HW
1/2" HWC
DOWN

1" HW & HWC

2" CW

P-2
P-3

P-7 P-6

P-7

P-6

P-2

P-1

P-1

P-5

P-5

P-2

P-4

P-10

P-13

P-4

P-8

P-2

w
1

4" FIRE TO BUILDING #2
FOR CONTINUATION
DRAWING P002

3/4" HW & CW
DN

2" CW DN

2" CW DN3/4" CW &  HW DN

1/2" HW &
CW DN.

1/2" HW & CW DN.

ABOVE CEILING

1/2" HW & CW  DN

BV

1" CW & 1/2" HW DN.

P-3A

2"

FREE STANDING FDC

UP FROM BELOW

P-12 P-12

EFD
TRAP PRIMER VALVE

EFD

TP

TP

TRAP PRIMER
VALVE

P-14

TRAP PRIMER
VALVE

TP

WH

1/2" UP FROM BELOW

1/2" HW&CW DN 1/2" HW&CW DN

WH

OWNER FURNISHED
CONTRACTOR INSTALLED

1/2" HW&CW DNP-15

1/2"

1/2" CW DN

WH

SHUT-OFF IN
ACCESS BOX

1 1

1

A B

6" FIRE SERVICE
BELOW GRADE

GAS SERVICE BELOW GRADE
2PSI SERVICE PRESSURE

1-1/2" DOMESTIC WATER SERVICE
BELOW GRADE

FIRE WATER
METER

DOUBLE CHECK
DETECTOR

TO SPRINKLERS

UP TO FREE STANDING
FIRE DEPT. CONNECTION

SPORTS AND
RECREATION

STOR.

41

GENERAL
STORAGE

39

TELECOM

38

MECH.

40

WET ALARM
CHECK VALVE

2" CW UP
1" HW UP
1/2" HWC UP

2"ø

W
1

SHUT-OFF
IN RISER

G
1

REDUCE PRESSURE
BACKFLOW PREVENTER

NO SPRINKLER  PIPING TO BE IN
THIS  ROOM EXCEPT FOR PIPIN G
SERVING THE HEADS IN THIS AREA

TRAP PRIMER
VALVE

TP

TRAP PRIMER VALVE

TOTAL OF 2 GAS FIRED INSTANTANEOUS
WATER HEATERS; 237 MBH CAPACITY
EACH AND A FUTURE HEATER @ 237 MBH

FUTURE UNIT HEATER
237 MBH

4" FIRE LINE DN TO BUILDING #2
FOR CONTINUATION SEE FIRST
LEVEL PLAN THIS DRAWING

1" WATER METER

1/2" UP TO WH

8001 Braddock Road
S3E Klingemann, Inc.

Springfield, Virginia 22151
Phone: (703) 978-0100
Fax: (703) 978-6038

Suite 200

S3EK Project #08194.01

����������	

�
�����	

� ��������	

�
�����������
	

�����������	

�
�����������
	

�
��������

� !�"#$%&'(%$$(&�)*�+�"#$%&'(%$$((

'''#�� �,� !�*-./+/ ,���-��+�$0#
� �,� !1�/�,2��� �33#$#%("$'

4�����5����� ��
�

.�����
�

Loudoun
Youth
Shelter

Additions &
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PLUMBING FLOOR
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 1/4" = 1'-0"P201

1

BUILDING 1 - LEVEL 1 FLOOR PLAN -
WATER & GAS

 1/4" = 1'-0"P201

2

BUILDING 1 - BASEMENT FLOOR
PLAN - WATER & GAS
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